
Boiler 1 Monthly Emissions Report
19-Jan

Day NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs
1 0.088 630.75 0.026 188.3 0.013 94.1
2 0.087 621.27 0.025 181.26 0.013 94.4
3 0.078 556.46 0.026 187.15 0.013 95.3
4 0.087 539.25 0.021 133.74 0.014 86.6
5 0.091 554.47 0.022 133.37 0.013 72.5
6 0.093 589.6 0.022 141.76 0.013 82.9
7 0.097 617.52 0.024 154.96 0.013 84.1
8 0.093 559.07 0.017 102.51 0.013 77.2
9 0.081 526.4 0.022 142.39 0.013 81.5

10 0.082 616.35 0.025 185.89 0.013 97.2
11 0.079 584.4 0.024 177.05 0.013 96.4
12 0.077 581.93 0.023 174.11 0.013 97.5
13 0.081 610.52 0.024 181.82 0.013 95.6
14 0.076 573.03 0.025 180.13 0.013 95.8
15 0.078 596.1 0.025 189.88 0.012 95.3
16 0.074 560.16 0.024 181.58 0.013 95.4
17 0.076 585.71 0.023 174.51 0.012 95.4
18 0.082 571.31 0.024 165.79 0.012 86.9
19 0.084 625.71 0.026 194.34 0.013 94.6
20 0.084 627.92 0.025 187 0.013 94.2
21 0.082 624.54 0.026 194.95 0.012 94.7
22 0.076 580.98 0.024 182.27 0.013 95.2
23 0.082 609.94 0.023 174.12 0.012 92.1
24 0.084 608.25 0.025 183.83 0.013 91.4
25 0.086 630.04 0.026 185.74 0.013 90.7
26 0.085 626.38 0.025 181.27 0.012 89.8
27 0.082 623.31 0.024 181.01 0.012 93
28 0.082 622.9 0.023 175.81 0.012 93.8
29 0.082 620.62 0.025 191.29 0.012 93.4
30 0.084 626.25 0.024 181.87 0.012 92.5
31 0.083 621.44 0.024 179.76 0.012 92.3

Average 0.083 0.024 0.013
Total 18522.58 5369.46 2832

19-Feb
Day NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

1 0.082 596.26 0.024 175.53 0.012 91.4
2 0.079 587.27 0.024 175.87 0.012 79.2
3 0.082 588.68 0.026 190.73 0.012 88.9
4 0.081 585.84 0.027 191.88 0.013 90.7
5 0.082 575.67 0.026 181.72 0.013 93.7
6 0.079 582.07 0.025 184.46 0.012 92.6
7 0.083 611.65 0.026 192.16 0.012 87.7
8 0.084 617.23 0.028 204.73 0.013 93.5
9 0.072 527.18 0.023 165.81 0.013 93.5



10 0.076 567.13 0.024 175.67 0.013 94.5
11 0.101 594.06 0.026 167.82 0.02 94.9
12 0.089 502.94 0.026 155.88 0.013 75
13 0.075 559.23 0.024 180.98 0.012 93.4
14 0.082 582.17 0.023 160.38 0.013 89.6
15 0.088 561.04 0.024 107.95 0.017 93.1
16 0.103 495.55 0.037 174.42 0.012 58.4
17 0.103 466.7 0.033 149.18 0.012 55.8
18 0.106 483.71 0.03 139.49 0.013 60.5
19 0.096 469.63 0.031 148.18 0.012 63.8
20 0.083 538.31 0.023 154.85 0.012 81.1
21 0.085 544.34 0.024 151.04 0.012 80.8
22 0.087 507.68 0.024 138.1 0.013 76.5
23 0.085 579.45 0.023 160.57 0.013 86.6
24 0.08 568.52 0.022 158.14 0.012 87
25 0.084 612.18 0.023 169.48 0.012 89
26 0.084 617.57 0.024 176.95 0.012 88.9
27 0.085 621.61 0.024 173.49 0.012 88.3
28 0.093 591.77 0.023 157.47 0.015 89.7

Average 0.086 0.026 0.013
Total 15735.44 4662.93 2358

19-Mar
Day NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

1 0.059 27.91 0.026 8.99 0.015 4.5
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 0.077 355.33 0.031 157.11 0.02 89.1
5 0.086 616.11 0.025 175.28 0.013 90.4
6 0.086 625.06 0.027 193.45 0.012 89.7
7 0.086 623.14 0.03 219.6 0.013 91.3
8 0.083 604.33 0.023 168.92 0.013 93.3
9 0.08 588.72 0.02 144.87 0.012 92.1

10 0.078 588.25 0.02 147.01 0.012 92.3
11 0.076 553.02 0.023 167.87 0.012 88.8
12 0.074 597.44 0.025 204.7 0.012 95.9
13 0.079 590.73 0.028 212.46 0.012 91.6
14 0.086 618.54 0.027 192.7 0.013 90.9
15 0.087 637.57 0.028 207.77 0.012 91.5
16 0.091 603.07 0.026 173.52 0.013 85
17 0.094 623.12 0.026 172.12 0.012 82.5
18 0.081 601.87 0.025 187.5 0.012 91.7
19 0.074 562.81 0.025 187.25 0.012 93.2
20 0.082 607.71 0.027 198.27 0.012 91.7
21 0.087 609.24 0.03 209.97 0.012 85.9
22 0.086 637.37 0.029 215.08 0.012 89.9
23 0.086 634.66 0.028 207.74 0.012 90.4
24 0.085 635.51 0.027 204.42 0.012 91.7



25 0.087 632.95 0.031 222.27 0.013 96
26 0.09 632.99 0.03 209.03 0.015 98.8
27 0.089 629.09 0.03 216.26 0.013 88
28 0.082 589.43 0.025 181.49 0.012 90.5
29 0.081 545.03 0.031 209.68 0.013 86.6
30 0.083 601.67 0.025 179.4 0.013 93.7
31 0.077 568.28 0.024 173.96 0.012 90.8

Average 0.082 0.027 0.013
Total 16740.95 5348.69 2548

19-Apr
Day NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

1 0.077 629.21 0.024 194.85 0.012 98.3
2 0.081 636.9 0.027 216.01 0.012 96
3 0.082 634.08 0.026 204.17 0.012 94.4
4 0.084 638.2 0.027 210.08 0.012 93.9
5 0.078 605.29 0.026 197.41 0.012 94
6 0.079 573.72 0.024 175.67 0.012 90.6
7 0.097 590.27 0.031 189.83 0.014 83.6
8 0.084 627.48 0.027 199.88 0.012 91.5
9 0.083 582.75 0.025 179.02 0.013 90.1

10 0.085 593.06 0.025 171.49 0.013 90.9
11 0.088 626.6 0.03 215.7 0.013 91.6
12 0.089 634.63 0.028 197.54 0.013 92
13 0.086 622.53 0.028 198.13 0.013 91.9
14 0.079 571.92 0.028 202.78 0.013 92.2
15 0.079 582.79 0.027 194.85 0.013 93.6
16 0.086 618.16 0.027 195.01 0.013 93.1
17 0.085 600.78 0.025 178.31 0.013 91.1
18 0.081 573.46 0.025 179.85 0.013 90.5
19 0.083 596.78 0.029 187.44 0.013 91.4
20 0.081 531.92 0.028 187.41 0.016 93.2
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Inval 22.77 Inval 15.1 Inval 53.4
24 0.109 602.3 0.031 160.57 0.015 84.4
25 0.081 567.98 0.028 196.71 0.013 89.3
26 0.082 572.1 0.03 207.32 0.013 90
27 0.084 285.67 0.032 109.41 0.014 47.3
28 Down Down Down Down Down Down
29 Down Inval Down Inval Down Inval
30 Down Down Down Down Down Down

Average 0.084 0.027 0.013
Total 14121.35 4564.54 2208

19-May
Day NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

1 Down Down Down Down Down Down
2 Down Down Down Down Down Down



3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Inval Inval Inval Inval Inval Inval
9 Inval Inval Inval Inval Inval Inval

10 Inval 47.57 Inval 33.11 Inval 47.8
11 0.173 218.94 0.054 88.6 0.178 127.2
12 0.19 232.51 0.039 44.77 0.081 51.6
13 0.101 386.36 0.03 128.22 0.047 129.4
14 0.083 632.72 0.027 203.88 0.012 91.2
15 0.081 620.15 0.026 201.42 0.012 93.5
16 0.08 610.34 0.024 183.65 0.012 88.5
17 0.082 635.53 0.026 202.79 0.012 96.3
18 0.077 590.52 0.026 196.12 0.013 96.5
19 0.082 634.59 0.027 208.91 0.013 97.5
20 0.084 638.46 0.027 204.96 0.013 95.9
21 0.083 635.16 0.027 207.41 0.013 97.1
22 0.084 640.19 0.026 199.21 0.013 97.1
23 0.084 617.98 0.028 204.85 0.013 96.3
24 0.079 468.08 0.025 144.54 0.013 76.3
25 0.08 606.51 0.026 195.36 0.013 97.5
26 0.077 584.5 0.027 204.46 0.013 98.3
27 0.083 633.72 0.025 191.96 0.013 97.3
28 0.083 639.18 0.024 185.4 0.013 97.2
29 0.082 632.16 0.026 195.95 0.013 97
30 0.084 557.4 0.024 162.9 0.013 83.8
31 0.078 601.6 0.024 186.5 0.013 96.7

Average 0.092 0.028 0.026
Total 11864.17 3774.97 2050

19-Jun
Day NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

1 0.08 613.3 0.025 191.02 0.013 96.2
2 0.081 625.86 0.025 194.87 0.012 95.8
3 0.079 606.97 0.027 203.62 0.013 97.5
4 0.086 637.05 0.025 183.16 0.013 92.3
5 0.084 605.37 0.027 193.19 0.013 95.3
6 0.083 629.51 0.026 194.16 0.013 95.2
7 0.085 626.08 0.026 184.17 0.013 93.7
8 0.084 631.41 0.025 184.76 0.013 94.9
9 0.081 609.5 0.025 185.55 0.013 94.2

10 0.085 625.34 0.027 196.37 0.013 92.9
11 0.084 619.28 0.024 176.32 0.012 91.2
12 0.083 614.38 0.024 174.29 0.012 90.6
13 0.082 616.08 0.023 175.46 0.012 93
14 0.082 630.09 0.025 192.69 0.028 217.4



15 0.083 636.58 0.025 192.52 0.019 151.1
16 0.082 618.81 0.026 191.83 0.013 94.4
17 0.084 621.28 0.026 192.81 0.013 94.6
18 0.087 639.76 0.026 191.71 0.013 94.6
19 0.086 635.7 0.026 192.28 0.013 94.4
20 0.083 621.77 0.027 200.01 0.013 95.3
21 0.084 634.03 0.026 194.7 0.013 95.5
22 0.082 613.78 0.025 188.18 0.013 93.7
23 0.081 585.81 0.026 186.99 0.012 89.2
24 0.085 613.57 0.026 187.72 0.012 89.5
25 0.084 618.7 0.026 193.46 0.012 90.8
26 0.086 631.91 0.026 192.61 0.013 92.5
27 0.087 635.03 0.027 198.81 0.013 91.9
28 0.086 634.16 0.027 196.92 0.013 92.5
29 0.086 624.57 0.027 195.14 0.013 91.8
30 0.087 627.95 0.027 191.38 0.012 89.6

Average 0.084 0.026 0.013
Total 18683.63 5716.7 2982

19-Jul
Day NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

1 0.085 633.02 0.027 203.78 0.012 92.5
2 0.085 635.35 0.027 204.22 0.012 92.8
3 0.087 619.74 0.025 181.42 0.013 90.6
4 0.088 633.63 0.027 191.6 0.012 88.6
5 0.088 636.64 0.028 202.35 0.012 89.8
6 0.088 640.27 0.027 200.7 0.012 90
7 0.088 638.94 0.028 203.17 0.012 89.8
8 0.088 635.92 0.028 204.12 0.012 90.1
9 0.087 636.52 0.028 205.32 0.013 91.3

10 0.087 633.27 0.027 193.83 0.012 90.9
11 0.087 635.4 0.027 193.45 0.012 90.4
12 0.089 636.52 0.028 192.67 0.012 88.4
13 0.089 633.59 0.027 192 0.012 88
14 0.088 632.39 0.028 201.83 0.012 88.7
15 0.087 636.61 0.028 201.89 0.012 89.8
16 0.087 637.2 0.026 194.4 0.012 90.3
17 0.086 637.31 0.028 204.55 0.012 90.7
18 0.087 632.96 0.027 194.8 0.012 91.3
19 0.087 636.44 0.027 196.33 0.013 91.6
20 0.085 570.59 0.025 171.12 0.013 85.2
21 0.082 576.46 0.025 179.52 0.013 89.4
22 0.086 616.1 0.026 185.54 0.013 90.1
23 0.086 618.89 0.027 197.07 0.012 89.1
24 0.088 630.92 0.028 198.72 0.012 89.2
25 0.087 634.34 0.027 199.19 0.012 89
26 0.081 421.31 0.024 125.47 0.012 64.8
27 Down Down Down Down Down Down



28 Down Down Down Down Down Down
29 Maint Maint Maint Maint Maint Maint
30 0.083 411.26 0.027 139.3 0.013 65.1
31 0.085 578.51 0.029 197.2 0.013 83.1

Average 0.086 0.027 0.012
Total 17120.1 5355.56 2461

19-Aug
Day NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

1 0.088 628.2 0.029 205.51 0.013 91.9
2 0.088 635.77 0.028 202.68 0.013 90.9
3 0.088 636.98 0.028 203.11 0.012 90.4
4 0.089 637.79 0.028 203.81 0.012 90.1
5 0.09 631.46 0.029 202.03 0.013 89.5
6 0.09 638.55 0.029 208.29 0.013 90.8
7 0.09 633.69 0.028 200.19 0.013 89.6
8 0.09 637.54 0.028 197.69 0.013 90.2
9 0.089 632.75 0.027 193.77 0.013 90.8

10 0.089 637.6 0.027 194.04 0.013 91.8
11 0.089 637.81 0.028 199.77 0.013 91.8
12 0.09 633.61 0.03 207.29 0.013 90.6
13 0.09 632.62 0.028 194.77 0.013 91.2
14 0.09 637.84 0.028 201.92 0.013 91.3
15 0.089 600.84 0.031 204.3 0.014 91.9
16 0.089 615.21 0.031 211.84 0.015 103.4
17 0.09 631.29 0.032 227.84 0.013 91.3
18 0.09 631.99 0.031 214.97 0.013 92.3
19 0.091 634.11 0.031 215.99 0.013 92
20 0.094 635.69 0.03 200.26 0.013 90.3
21 0.09 639.14 0.029 202.89 0.013 92.5
22 0.09 637.37 0.03 215.64 0.013 93
23 0.091 631.69 0.03 210.93 0.013 92.6
24 0.093 637.57 0.031 210.5 0.013 91.4
25 0.089 630.3 0.03 209.22 0.013 93
26 0.089 632.26 0.031 217.98 0.013 93.9
27 0.085 622.88 0.027 199.99 0.013 95.1
28 0.087 628.61 0.027 197.28 0.013 95.4
29 0.088 639.93 0.025 181.92 0.013 95.2
30 0.085 633.68 0.024 179.88 0.013 95.5
31 0.09 636.03 0.028 195.91 0.013 91.3

Average 0.089 0.029 0.013
Total 19610.8 6312.21 2861

19-Sep
Day NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

1 0.095 632.88 0.03 201.15 0.013 86.4
2 0.096 630.56 0.028 181.48 0.013 85.8
3 0.094 625.19 0.03 200.11 0.013 83.1
4 0.094 628.33 0.031 203.72 0.013 90.9



5 0.095 632.07 0.031 204.52 0.013 86.9
6 0.092 631.79 0.031 209.91 0.013 89.5
7 0.092 632.79 0.031 214.32 0.013 90
8 0.095 636.44 0.032 210.62 0.013 88.2
9 0.094 635.15 0.029 198.99 0.013 87.8

10 0.093 636.01 0.032 216.68 0.013 89.2
11 0.102 531.99 0.035 180.16 0.013 69.9
12 0.086 417.51 0.031 145.77 0.014 69.8
13 0.083 598.49 0.025 179.49 0.014 100.5
14 0.085 616.97 0.024 176.05 0.013 95.4
15 0.086 620.02 0.026 188.21 0.013 94.1
16 0.096 603.86 0.033 206.65 0.014 86.9
17 0.096 625.67 0.036 236.33 0.014 91.1
18 0.097 629.98 0.032 209.32 0.013 87
19 0.101 591.78 0.032 191.82 0.014 79.1
20 0.096 565.4 0.03 179.14 0.013 79.4
21 0.087 620 0.028 188.86 0.013 90.8
22 0.087 631.84 0.029 207.05 0.013 95.5
23 0.087 372.3 0.021 98.52 0.016 65
24 0.088 633.11 0.028 199.71 0.013 95
25 0.088 633.43 0.028 198.88 0.013 94.6
26 0.088 629.96 0.028 200.45 0.013 93.2
27 0.087 620.91 0.028 199.35 0.013 93.4
28 0.088 630.61 0.029 211.92 0.013 93.7
29 0.09 634.62 0.026 187.26 0.013 93.8
30 0.087 616.81 0.029 206.07 0.013 93.6

Average 0.092 0.029 0.013
Total 18146.47 5832.51 2640

19-Oct
Day NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

1 0.088 616.49 0.025 177.42 0.013 93.9
2 0.088 612.68 0.026 181.41 0.013 92.5
3 0.089 618.14 0.028 196.21 0.013 93.1
4 0.092 626.95 0.029 195.19 0.013 91.2
5 0.093 607.93 0.03 191.71 0.013 94
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Inval 21.59 Inval 15.01 Inval 20.4
9 0.138 525.99 0.046 173.4 0.076 159.6

10 0.087 628.48 0.03 213.52 0.013 95.1
11 0.087 634.8 0.029 213.36 0.013 96.9
12 0.084 630.61 0.029 213.86 0.013 98.5
13 0.085 630.17 0.028 208.94 0.013 97.4
14 0.086 632.28 0.031 227.84 0.013 96.4
15 0.087 636.16 0.029 209.9 0.013 94.8
16 0.087 637.07 0.029 210.21 0.013 94.3
17 0.084 629.32 0.03 221.97 0.013 98



18 0.086 632.05 0.028 209.79 0.013 97.8
19 0.086 633.46 0.029 213.22 0.013 98.5
20 0.087 633.16 0.028 207.01 0.013 97.2
21 0.085 628.71 0.026 186.28 0.013 92.6
22 0.085 631.76 0.027 200.87 0.013 96.9
23 0.084 633.33 0.028 210.17 0.013 98.6
24 0.086 636.37 0.027 201.69 0.013 97.3
25 0.085 634.74 0.029 214.68 0.013 97.8
26 0.086 289.2 0.031 105.03 0.013 45
27 0.104 261.69 0.03 81.12 0.023 84.4
28 0.094 601.6 0.027 174.99 0.017 96.9
29 0.085 620.67 0.028 201.73 0.013 97.1
30 0.099 559.77 0.029 171.7 0.019 91.6
31 0.086 630.4 0.026 189.79 0.013 99

Average 0.09 0.029 0.016
Total 16715.57 5418.02 2707

19-Nov
Day NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

1 0.088 628.14 0.028 198.15 0.013 96.5
2 0.086 624.89 0.031 228.66 0.013 97.4
3 0.089 637.22 0.032 229.96 0.014 98.5
4 0.089 583.6 0.03 197.52 0.013 88.9
5 0.091 583.42 0.032 203.59 0.014 87.8
6 0.091 635.87 0.03 210.77 0.014 95.8
7 0.089 635.46 0.029 209.3 0.014 97.1
8 0.088 602 0.025 172.18 0.013 92.9
9 0.089 583.54 0.026 169.45 0.014 89.8

10 0.088 634.27 0.025 182.15 0.013 97.3
11 0.088 632.63 0.026 187.57 0.013 94.1
12 0.087 635.99 0.028 202.94 0.013 94.5
13 0.085 631.32 0.027 201.02 0.013 95.5
14 0.087 638.52 0.027 201.93 0.013 95.6
15 0.085 621.33 0.027 195.48 0.013 96.5
16 0.087 592.04 0.025 171.95 0.016 102
17 0.089 624.85 0.027 187.76 0.013 94.5
18 0.088 632.15 0.025 179.85 0.013 96.7
19 0.085 593.75 0.023 158.59 0.015 101.7
20 0.1 423.49 0.026 124.63 0.014 64.9
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 0.125 431.21 0.031 117.06 0.024 76.6
24 0.087 636.75 0.026 187.32 0.013 95
25 0.083 618.32 0.026 195.09 0.013 97.4
26 0.086 632.09 0.026 191.15 0.013 97.6
27 0.087 633.63 0.025 186.78 0.013 98.7
28 0.084 606.82 0.026 187.85 0.013 97.8
29 0.086 633.88 0.023 167.59 0.013 97



30 0.089 637.39 0.027 194.06 0.013 94.8
Average 0.089 0.027 0.014
Total 17004.57 5240.35 2633

19-Dec
Day NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

1 0.086 149.07 0.029 49.34 0.014 23.6
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Inval Down Inval Down Inval
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 0.234 167.58 0.061 39.76 0.067 45

10 0.096 630.08 0.029 189.94 0.014 88.9
11 0.094 636.86 0.029 198.52 0.013 86.5
12 0.092 598.91 0.028 183.46 0.013 85.1
13 Maint Maint Maint 0.82 Maint Maint
14 0.09 603.96 0.028 186.33 0.013 88.8
15 0.092 628.04 0.027 181.32 0.014 94.3
16 0.096 621.77 0.029 188.87 0.014 92.5
17 0.098 627.16 0.028 177.52 0.014 90.3
18 0.094 628.82 0.027 178.14 0.014 94.6
19 0.093 626.85 0.027 180.65 0.014 94
20 0.094 626.23 0.027 177.9 0.014 93.7
21 0.093 624.96 0.025 168.85 0.014 93.4
22 0.089 628 0.026 182.66 0.014 96.1
23 0.087 575.05 0.026 173.15 0.014 90.8
24 0.087 629.09 0.024 175.47 0.013 96.2
25 0.089 626.7 0.022 157.76 0.013 94.8
26 0.087 615.56 0.025 174.98 0.013 95.5
27 0.089 628.1 0.027 188.91 0.013 95.7
28 0.088 615.64 0.027 185.56 0.013 94.3
29 0.089 625.35 0.028 194.22 0.013 94.2
30 0.09 631.75 0.029 204.27 0.013 94.1
31 0.092 634.59 0.028 193.26 0.014 94.2

Average 0.097 0.029 0.016
Total 13380.12 3931.66 2017

20-Jan
Day NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

1 0.088 619.87 0.028 200.76 0.013 95.1
2 0.089 624.74 0.028 195.46 0.013 95.1
3 0.089 621.62 0.029 198.08 0.013 94.1
4 0.09 622.84 0.028 194.67 0.014 94.9
5 0.09 624.66 0.027 185.34 0.013 94.2
6 0.089 598.65 0.027 183.5 0.013 88.7
7 0.087 591.36 0.032 217.2 0.013 91.6



8 0.088 611.91 0.03 211.7 0.013 91.6
9 0.089 612.92 0.031 214.69 0.013 91.9

10 0.091 613.36 0.024 164.46 0.013 88.8
11 0.089 598.62 0.028 187.2 0.013 88.3
12 0.087 619.29 0.025 173.74 0.013 93.4
13 0.088 624.32 0.024 167.55 0.013 92.3
14 0.088 625.61 0.025 178.37 0.013 92.9
15 0.087 616.85 0.026 183.95 0.013 90.8
16 0.083 587.84 0.031 219.36 0.013 92.9
17 0.089 615.46 0.028 193.63 0.014 92.6
18 0.094 635.19 0.029 196.87 0.014 91.9
19 0.091 632.41 0.028 196.73 0.013 92.1
20 0.088 626.49 0.024 172.28 0.013 92
21 0.089 629.43 0.026 182.48 0.013 91.9
22 0.087 616.53 0.024 169.63 0.013 90.9
23 0.089 630.18 0.027 190.68 0.013 91.4
24 0.086 625.78 0.027 195.41 0.013 91.7
25 0.086 627.5 0.027 192.97 0.012 90.5
26 0.088 630.56 0.029 208.28 0.013 91.7
27 0.091 633.02 0.031 211.83 0.013 91
28 0.09 630.22 0.029 206.19 0.013 90.6
29 0.088 628.49 0.026 189.76 0.013 91.2
30 0.09 631.78 0.03 212.35 0.013 90.4
31 0.09 629.62 0.027 188.94 0.013 89.4

Average 0.089 0.028 0.013
Total 19237.12 5984.06 2846

20-Feb
Day NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

1 0.09 633.55 0.028 196.09 0.013 89.1
2 0.088 633.71 0.029 208.99 0.013 90.8
3 0.089 637.92 0.03 212.51 0.013 91.4
4 0.089 631.46 0.028 197.66 0.013 91.5
5 0.09 637.73 0.029 207.76 0.013 91.3
6 0.093 641.67 0.033 226.91 0.013 92.3
7 0.09 624.08 0.031 215.81 0.013 92.8
8 0.088 621.72 0.024 172.78 0.013 92.2
9 0.091 628.54 0.025 172.76 0.013 91.3

10 0.091 625.5 0.026 178.78 0.013 91.4
11 0.091 623.37 0.025 172.03 0.013 90
12 0.091 541.15 0.027 158.9 0.013 78.7
13 0.097 588.52 0.026 162.57 0.02 96.3
14 0.091 630.06 0.026 179.76 0.013 89.5
15 0.09 625.88 0.03 205.65 0.013 90.4
16 0.09 622.21 0.026 177.74 0.013 90.4
17 0.09 631.51 0.025 174.51 0.013 90
18 0.09 625.32 0.027 186.43 0.013 90
19 0.091 631.4 0.028 192.07 0.013 89.4



20 0.092 631.08 0.028 196.08 0.013 92.4
21 0.09 617 0.029 195.2 0.013 88.6
22 0.09 621.33 0.029 204.14 0.013 89.2
23 0.089 625.06 0.03 210.04 0.013 90.1
24 0.091 626.25 0.029 203.9 0.013 90.5
25 0.092 625.87 0.028 188.53 0.013 88.8
26 0.122 68.47 0.03 19.17 0.013 7.3
27 Down Down Down Down Down Down
28 Maint Maint Maint Maint Maint Maint
29 0.128 407.86 0.04 117.24 0.015 49.1

Average 0.093 0.028 0.013
Total 16058.22 4934.01 2315

20-Mar
Day NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

1 0.092 622.73 0.034 229.5 0.013 88.6
2 0.091 630.43 0.031 214.38 0.013 91
3 0.092 633.5 0.032 212.99 0.013 91.7
4 0.09 633.36 0.031 216 0.013 93.5
5 0.091 634.93 0.029 203.81 0.013 92.8
6 0.094 608.4 0.029 190.38 0.013 87.2
7 0.096 626.03 0.03 191.87 0.014 88.6
8 0.095 623.76 0.03 197.35 0.014 88.9
9 0.096 573.49 0.028 170.3 0.015 86.4

10 0.099 604.06 0.027 164.34 0.014 85.7
11 0.101 413.18 0.02 86.54 0.015 59.7
12 0.093 510.82 0.023 132.04 0.014 77.3
13 0.09 631.98 0.027 193.11 0.013 91.8
14 0.089 636.17 0.027 195.65 0.013 90.4
15 0.087 613.53 0.031 215.93 0.013 89.6
16 0.09 632.3 0.029 202.75 0.013 89.5
17 0.089 633.57 0.029 202.06 0.013 90.7
18 0.088 630.44 0.03 212.41 0.013 92.3
19 0.094 588.84 0.029 186.94 0.017 93.1
20 0.09 636.14 0.027 187.17 0.013 91.7
21 0.092 607.11 0.028 181.14 0.013 85.8
22 0.094 639.58 0.027 182.3 0.013 88.8
23 0.092 624.35 0.027 183.58 0.013 88.8
24 0.089 632.25 0.028 201.74 0.013 90.3
25 0.089 635.62 0.027 196.39 0.012 89
26 0.096 556.68 0.026 138.31 0.014 70.8
27 Down Down Down Down Down Down
28 Down Down Down Down Down Down
29 0.207 123.37 0.067 29.34 0.152 28.2
30 Down Down Down Down Down Down
31 0.125 325.37 0.032 92.06 0.034 111.2

Average 0.098 0.03 0.019
Total 16261.99 5010.38 2413



20-Apr
Day NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

1 0.085 634.24 0.025 187.01 0.012 92.7
2 0.085 615 0.025 184.32 0.013 92.4
3 0.085 611.45 0.024 177.72 0.013 91.8
4 0.084 607.89 0.026 183.3 0.013 91.3
5 0.086 612.63 0.025 177.6 0.013 91.2
6 0.085 609.31 0.026 181.46 0.013 90.2
7 0.088 575.75 0.024 160.04 0.013 85.6
8 0.086 584.45 0.027 181.91 0.013 88
9 0.088 629.89 0.028 196.77 0.013 92.3

10 0.089 632.59 0.029 206.03 0.013 91.4
11 0.09 633.88 0.027 186.95 0.013 91
12 0.1 571.98 0.035 201.72 0.014 78.3
13 0.086 517.53 0.029 178.95 0.014 88.2
14 0.078 577.11 0.025 186.8 0.012 91.6
15 0.077 567.75 0.028 218.52 0.012 93.6
16 0.087 622.8 0.026 185.37 0.013 90.2
17 0.088 627.6 0.027 194.76 0.013 90.2
18 0.088 627.03 0.027 192.24 0.012 89.6
19 0.088 625.22 0.028 197.39 0.012 89.8
20 0.089 625.76 0.029 202.79 0.013 87.6
21 0.089 626.53 0.03 208.08 0.013 89.9
22 0.089 626.71 0.031 217.25 0.012 88.5
23 0.087 614.27 0.027 190.32 0.013 89.6
24 0.088 613.44 0.029 204.34 0.012 88
25 0.089 615.8 0.028 193.4 0.013 87
26 0.089 616.57 0.027 189.76 0.012 87
27 0.089 626.16 0.028 199.03 0.012 86.7
28 0.09 626.99 0.031 215.09 0.013 87.6
29 0.089 625.37 0.029 202.6 0.013 88.1
30 0.088 622.56 0.028 198 0.012 89

Average 0.087 0.028 0.013
Total 18324.26 5799.52 2678

20-May
Day NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

1 0.087 615.88 0.028 195.62 0.012 88.8
2 0.088 626.6 0.028 197.49 0.013 90.8
3 0.1 610.21 0.034 208.83 0.014 85.1
4 0.103 612.32 0.037 221.73 0.014 81.3
5 0.111 135.78 0.036 44.99 0.014 20.6
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Inval Inval Inval Inval Inval Inval
9 Down Down Down Down Down Down

10 Down Down Down Down Down Down
11 Down Down Down Down Down Down



12 Down Down Down Down Down Down
13 Down Down Down Down Down Down
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 Maint Maint Maint Maint Maint Maint
17 0.087 470.06 0.033 179.81 0.012 67
18 0.085 623.53 0.029 211.7 0.012 89.4
19 0.084 627.09 0.028 207.8 0.012 92.9
20 0.084 628.53 0.024 179.22 0.012 91.9
21 0.084 627.11 0.026 192.21 0.012 88.8
22 0.084 627.44 0.027 204.1 0.012 88.8
23 0.085 627.45 0.025 188.1 0.012 87.5
24 0.084 611.76 0.027 195.14 0.012 87.2
25 0.085 630.35 0.026 193.21 0.012 89.7
26 0.084 630.5 0.028 209.48 0.012 89.4
27 0.084 626.25 0.028 205.35 0.012 89.3
28 0.086 523.67 0.03 183.7 0.012 74.9
29 0.08 454.87 0.033 186.3 0.013 72
30 0.084 606.96 0.029 209.67 0.013 91.3
31 0.085 613.67 0.029 214.55 0.012 91

Average 0.088 0.029 0.012
Total 11530.03 3829 1658

20-Jun
Day NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

1 0.078 570.14 0.025 181.94 0.012 89.5
2 0.085 594.97 0.028 206.38 0.012 89.5
3 0.083 600.44 0.024 174.74 0.012 88.2
4 0.082 626.34 0.028 210.64 0.012 90.8
5 0.082 628.02 0.028 216.69 0.012 90.9
6 0.083 628.02 0.027 201.76 0.012 90.3
7 0.083 625.47 0.026 197.18 0.012 88.8
8 0.087 625.72 0.027 192.68 0.012 85.5
9 0.087 618.44 0.027 180.43 0.012 86.7

10 0.085 615.95 0.026 184.7 0.012 86.3
11 0.086 626.22 0.027 199.17 0.012 86.1
12 0.083 624.37 0.026 195.26 0.012 87.6
13 0.084 623.83 0.027 199.06 0.012 87.3
14 0.084 626.76 0.026 198.94 0.012 88.2
15 0.085 630.11 0.029 210.29 0.012 91.7
16 0.079 557.31 0.027 190.53 0.013 86.8
17 0.074 303.1 0.025 99.92 0.013 49.7
18 Down Down Down Down Down Down
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down



24 Down Down Down Down Down Down
25 Down Down Down Down Down Down
26 Maint Maint Maint Maint Maint Maint
27 0.083 460.9 0.03 174.74 0.012 66
28 0.082 600.12 0.025 183.09 0.012 85.7
29 0.083 512.48 0.026 159.41 0.012 74.7
30 0.088 617.87 0.027 192.8 0.012 85.6

Average 0.083 0.027 0.012
Total 12316.58 3950.35 1776

20-Jul
Day NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

1 0.086 608.92 0.027 192.82 0.012 85.5
2 0.088 622.61 0.03 209.63 0.012 85.9
3 0.088 626.23 0.025 179.98 0.012 85
4 0.087 623.46 0.025 172.62 0.012 81
5 0.087 626.56 0.025 177.14 0.012 84.2
6 0.085 540.61 0.024 154.8 0.012 74.2
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 OOC OOC OOC OOC OOC OOC

10 0.088 465.99 0.027 145.29 0.012 58.4
11 0.088 624.58 0.03 210.52 0.012 82.8
12 0.088 622.35 0.028 198.52 0.012 82.4
13 0.089 627.73 0.029 203.53 0.012 79.4
14 0.09 597.72 0.03 206.86 0.012 83.7
15 0.089 624.86 0.028 197.87 0.012 82.8
16 0.086 620.01 0.029 209.45 0.012 86.3
17 0.087 612.76 0.027 188.7 0.012 86.5
18 0.086 617.91 0.027 193.36 0.012 88.1
19 0.088 620.74 0.027 190.19 0.012 85.1
20 0.091 622.29 0.025 171.14 0.012 82.6
21 0.088 624.97 0.025 174.38 0.012 86.4
22 0.087 625.85 0.026 187.95 0.012 86.4
23 0.088 623.68 0.028 194.86 0.012 85.7
24 0.087 624.98 0.027 191.31 0.012 87.2
25 0.087 623.64 0.026 189.27 0.012 87.2
26 0.088 625.95 0.029 205.93 0.012 85.3
27 0.088 622.26 0.029 204.45 0.012 84.7
28 0.088 622.31 0.028 199.5 0.012 85.2
29 0.088 624.38 0.028 196.54 0.012 85.6
30 0.112 595.51 0.031 163.83 0.014 73.4
31 0.1 485.65 0.03 161.05 0.014 65.8

Average 0.089 0.028 0.012
Total 17004.51 5271.49 2307

20-Aug
Day NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

1 0.085 544.03 0.026 166.65 0.013 80.6



2 0.086 624.23 0.027 196.99 0.012 84.6
3 0.089 618.4 0.028 193.72 0.012 84.8
4 0.085 590.76 0.029 180.51 0.021 136.7
5 0.088 620.37 0.027 188.85 0.013 88
6 0.091 625.23 0.027 185.21 0.013 86.6
7 0.093 623.18 0.028 188.62 0.012 83.1
8 0.096 619.76 0.027 176.8 0.012 78.5
9 0.092 620.19 0.029 192.74 0.012 80.5

10 0.092 618.06 0.029 196.26 0.012 81.2
11 0.09 621.66 0.03 204 0.012 82.4
12 0.089 623.47 0.027 191.58 0.012 84.1
13 0.089 617.03 0.027 188.32 0.012 84.5
14 0.09 619.08 0.027 185.61 0.012 83.5
15 0.088 621.16 0.025 179.35 0.012 84.3
16 0.089 623.9 0.029 198.98 0.012 82.9
17 0.077 469.85 0.024 145.39 0.013 76.3
18 0.085 548.24 0.027 176.99 0.012 76.1
19 0.104 617.46 0.033 197.57 0.013 76.4
20 0.092 624.1 0.03 204.57 0.012 83.5
21 0.087 538.85 0.029 179.31 0.013 77.7
22 0.087 617.15 0.029 202.38 0.013 81.4
23 0.088 619.75 0.028 196.09 0.012 83.6
24 0.089 620.66 0.031 213.53 0.012 83.5
25 0.093 616.85 0.028 189.38 0.012 80.3
26 0.089 606.13 0.028 194.83 0.012 81.1
27 0.09 621.8 0.031 212.63 0.012 81.5
28 0.091 623.75 0.03 208.24 0.012 80.6
29 0.089 623.42 0.031 213.64 0.012 82
30 0.089 621.42 0.031 214.61 0.012 82.1
31 0.088 624.88 0.028 198.31 0.012 84.1

Average 0.089 0.028 0.013
Total 18824.82 5961.66 2597

20-Sep
Day NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

1 0.089 567.55 0.026 167.27 0.012 76.3
2 Down Down Down Down Down Down
3 Maint Maint Maint Maint Maint Maint
4 0.09 462.75 0.029 150.17 0.012 62.1
5 0.093 622.23 0.031 209.16 0.012 79.8
6 0.092 620.09 0.03 206.25 0.013 85.9
7 0.089 622.91 0.03 214.19 0.019 93.8
8 0.093 626.68 0.032 216.9 0.015 98.1
9 0.096 568.88 0.028 168.54 0.012 72.6

10 0.092 622.91 0.025 170.61 0.013 86.8
11 0.092 623.79 0.029 195.49 0.013 82.8
12 0.094 616.35 0.026 171.83 0.013 83.1
13 0.091 621.5 0.028 194.92 0.012 83.3



14 0.089 597.55 0.029 191.42 0.012 81.3
15 0.092 625.76 0.029 195.21 0.012 82.2
16 0.092 624.55 0.029 198.7 0.012 81.2
17 0.093 624.08 0.03 198.76 0.012 81
18 0.093 564.08 0.03 182.69 0.012 73.6
19 Down Down Down Down Down Down
20 Down Down Down Down Down Down
21 Down Down Down Down Down Down
22 0.11 210.22 0.024 50.15 0.014 28.9
23 0.092 621.65 0.028 190.08 0.014 97.2
24 0.089 575.02 0.027 171.69 0.013 80.4
25 0.081 438.84 0.025 143.46 0.013 72.3
26 0.103 536.46 0.03 165.59 0.012 72
27 0.091 622.2 0.028 194.02 0.012 83.1
28 0.093 622.45 0.027 180.07 0.012 82.4
29 0.093 619.29 0.029 194.59 0.012 82.6
30 0.095 623.05 0.029 191.66 0.012 77.5

Average 0.093 0.028 0.013
Total 14480.84 4513.42 1980

20-Oct
Day NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

1 0.093 620.19 0.03 197.45 0.012 82
2 0.092 623.55 0.03 203.54 0.012 83.4
3 0.093 626.98 0.03 204.25 0.012 82.7
4 0.093 626.84 0.031 208.44 0.012 82.6
5 0.095 624.92 0.03 200.4 0.013 86.8
6 0.096 619.1 0.032 205.63 0.013 87
7 0.094 616.27 0.03 194.25 0.012 80.4
8 0.094 614.63 0.031 199.91 0.012 80.2
9 0.095 583.4 0.032 198.15 0.012 77.1

10 0.092 620.44 0.031 206.69 0.013 85.5
11 0.095 621.71 0.028 180.35 0.013 83.6
12 0.097 618.26 0.031 197.72 0.013 83.1
13 0.094 605.21 0.028 178.77 0.013 83.3
14 Down Down Down Down Down Down
15 Down Down Down Down Down Down
16 0.097 336.96 0.027 93.04 0.013 45.1
17 0.097 613.15 0.024 155.99 0.014 84.9
18 0.091 622.09 0.025 173.59 0.013 87
19 0.089 611.56 0.026 180.1 0.013 87.8
20 0.09 623.87 0.029 199.45 0.013 87.8
21 0.09 619.03 0.026 178.88 0.013 86.9
22 0.094 594.98 0.029 178.23 0.012 79.5
23 0.088 624.01 0.026 180.41 0.012 87
24 0.09 626.66 0.025 172.82 0.013 88.1
25 0.101 622.16 0.027 166.67 0.012 76.9
26 0.103 622.97 0.029 172.85 0.013 75.7



27 0.106 536.95 0.035 170.43 0.013 64.4
28 0.092 620.69 0.03 204.1 0.013 85.4
29 0.094 623.73 0.03 199.32 0.013 85
30 0.091 627.1 0.027 189.92 0.012 86.8
31 0.092 620.32 0.026 178.78 0.012 85.5

Average 0.094 0.029 0.013
Total 17567.73 5370.13 2372

20-Nov
Day NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

1 Down Down Down Down Down Down
2 Down Down Down Down Down Down
3 Down Down Down Down Down Down
4 Down Down Down Down Down Down
5 Down Down Down Down Down Down
6 Down Down Down Down Down Down
7 Down Down Down Down Down Down
8 Down Down Down Down Down Down
9 Down Down Down Down Down Down

10 0.356 Maint 0.028 Maint 0.112 Maint
11 0.092 465.94 0.025 136.18 0.014 66.4
12 0.088 626.24 0.025 181.11 0.012 88.4
13 0.088 626.66 0.028 197.96 0.012 88.2
14 0.091 418.97 0.018 81.92 0.016 71.1
15 0.097 437.19 0.018 80.74 0.016 70.7
16 0.086 615.11 0.028 200.18 0.012 87.9
17 0.087 627.53 0.028 205.39 0.012 89
18 0.087 626.55 0.029 208.18 0.012 87.9
19 0.088 628.83 0.029 208.58 0.012 87.3
20 0.088 624.3 0.029 203.52 0.012 86.6
21 0.091 624.92 0.03 205.97 0.012 84.8
22 0.091 624.83 0.03 206.49 0.012 85.3
23 0.09 622.09 0.029 198.41 0.012 85.6
24 0.103 622.74 0.033 201.4 0.012 75.6
25 0.103 614.3 0.034 200.89 0.013 75.1
26 0.104 524.83 0.032 155.48 0.012 63.2
27 0.097 584.44 0.028 165.66 0.013 76.4
28 0.088 602.29 0.024 162.41 0.013 86.7
29 0.091 603.72 0.024 162 0.012 83.2
30 0.092 606.38 0.025 162.54 0.013 82.7

Average 0.105 0.027 0.017
Total 11727.86 3525.01 1622

20-Dec
Day NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

1 0.092 606.43 0.025 163.09 0.012 82.6
2 0.093 603.63 0.025 161.96 0.013 82.6
3 0.101 567.44 0.029 161.44 0.013 72
4 0.094 568.55 0.023 143.17 0.014 81



5 0.091 599.41 0.025 161.45 0.013 83.3
6 0.091 601.34 0.025 167.57 0.013 84.8
7 0.093 566.68 0.025 147.42 0.013 78.8
8 0.089 560.39 0.024 152.07 0.012 78.9
9 0.089 624.59 0.023 161.48 0.012 86.1

10 0.09 626.86 0.023 164.68 0.012 86.8
11 0.088 621.15 0.023 162.05 0.012 83.7
12 0.089 624.4 0.022 157.11 0.012 87.3
13 0.09 623.37 0.023 159.27 0.012 86.4
14 0.089 605.79 0.023 157.05 0.012 82.8
15 0.09 624.81 0.023 161.48 0.012 86.9
16 0.09 380.62 0.022 92.05 0.017 66.4
17 Down Down Down Down Down Down
18 Down Down Down Down Down Down
19 0.109 443.82 0.027 118.44 0.014 60.9
20 0.091 625.64 0.026 180.98 0.012 85.1
21 0.09 627.04 0.027 185.65 0.013 88.8
22 0.092 624.83 0.026 178.11 0.013 86.3
23 0.095 627.06 0.029 188.73 0.013 83.2
24 0.093 625.13 0.027 184.46 0.013 87.8
25 0.091 620.63 0.026 176.6 0.013 91.2
26 0.09 626.63 0.026 180.67 0.013 92.8
27 0.09 623.5 0.026 183.9 0.013 88.4
28 0.091 620.28 0.027 184.2 0.013 89.9
29 0.097 620.62 0.028 176.9 0.013 84.7
30 0.094 636.94 0.027 183.23 0.013 89.5
31 0.094 628.34 0.028 185.66 0.013 89

Average 0.092 0.025 0.013
Total 17355.92 4780.87 2428

21-Jan
Day NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

1 0.093 637.16 0.027 182.19 0.013 87.6
2 0.094 628.65 0.027 181.58 0.013 86.3
3 0.096 182.91 0.028 52.59 0.013 24.5
4 Inval 20.68 Inval 14.39 Inval 73.1
5 Inval 11.42 Inval 7.94 Inval 18.6
6 0.105 539.01 0.029 152.02 0.03 129.7
7 0.091 629.25 0.026 179.5 0.013 87.5
8 0.092 626.72 0.027 182.32 0.013 88.6
9 0.092 626.87 0.027 182.83 0.013 88.4

10 0.094 628.86 0.027 178.1 0.013 88.2
11 0.093 628.88 0.027 181.32 0.013 88.1
12 0.093 630.94 0.027 180.82 0.013 87.8
13 0.093 629.8 0.027 182.86 0.013 87.9
14 0.092 632.13 0.026 179.28 0.013 88.5
15 0.094 628.79 0.026 177.34 0.013 82.4
16 0.093 627.53 0.027 183.65 0.013 86



17 0.093 630.09 0.027 184.93 0.013 86.3
18 0.092 631.62 0.025 172.14 0.013 86.7
19 0.093 630.66 0.025 167.18 0.013 88.1
20 0.092 624.09 0.027 183.59 0.014 87.4
21 0.09 628.61 0.026 179.13 0.013 89
22 0.09 633.22 0.025 174.62 0.013 89.8
23 0.09 619.14 0.026 178.68 0.013 89.1
24 0.096 515.49 0.029 151.41 0.013 70
25 0.088 635.57 0.025 182.82 0.013 93.3
26 0.089 641.26 0.027 195.18 0.013 93.4
27 0.09 634.07 0.029 205.97 0.013 93
28 0.091 638.89 0.027 191.71 0.013 87.8
29 0.09 636.85 0.028 197.81 0.013 91.7
30 0.093 637.22 0.028 191.61 0.013 90.2
31 0.09 626.79 0.028 195.76 0.013 90.9

Average 0.092 0.027 0.014
Total 17673.17 5151.27 2620

21-Feb
Day NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

1 0.091 635.64 0.027 190.57 0.013 90.1
2 0.091 635.76 0.028 194.83 0.013 90.2
3 0.091 636.53 0.028 198.22 0.013 89
4 0.09 635.21 0.029 203.31 0.013 90.1
5 0.09 639.67 0.027 189.69 0.013 90.2
6 0.092 634.75 0.028 190.32 0.013 89.4
7 0.09 632.05 0.027 189.81 0.013 89.3
8 0.091 633.43 0.028 191.94 0.013 88.8
9 0.089 631.75 0.028 198.1 0.013 86.6

10 0.09 634.88 0.027 193.75 0.013 89.3
11 0.089 636.64 0.028 198.7 0.013 89.6
12 0.088 638.84 0.027 197.41 0.012 89.9
13 0.088 633.03 0.029 205.74 0.013 90.5
14 0.094 499 0.028 155.55 0.013 70.1
15 Down Down Down Down Down Down
16 Down Down Down Down Down Down
17 Inval 12.3 Inval 8.56 Inval 23
18 0.15 605.1 0.03 149 0.017 116.9
19 0.092 388.69 0.031 131.72 0.025 94.1
20 0.131 40.98 0.087 28.33 0.458 89.2
21 Down Down Down Down Down Down
22 Down Down Down Down Down Down
23 Down Down Down Down Down Down
24 Down Down Down Down Down Down
25 Down Down Down Down Down Down
26 Down Down Down Down Down Down
27 0.191 65.95 0.069 23.99 0.316 89.8
28 0.101 616.94 0.027 176.03 0.013 83.5



Average 0.102 0.033 0.053
Total 10487.14 3215.57 1730

21-Mar
Day NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

1 0.089 626.31 0.027 187.95 0.013 91
2 0.09 629.34 0.027 189.45 0.013 92.1
3 0.087 630.48 0.028 203.49 0.013 94.1
4 0.087 626.92 0.027 195.94 0.013 92.5
5 0.088 630.76 0.026 186.2 0.013 92.1
6 0.087 620.87 0.025 176.32 0.013 93
7 0.088 602.09 0.025 169.17 0.013 88.2
8 0.091 625.13 0.027 182.84 0.013 89
9 0.091 627.37 0.026 178.06 0.013 88.3

10 0.098 629.75 0.028 177.52 0.013 84.7
11 0.091 630.36 0.026 176.8 0.013 90
12 0.092 628.58 0.026 180.2 0.013 88.9
13 0.091 628.21 0.027 187.24 0.013 88.8
14 0.091 625.84 0.028 191.36 0.013 89.6
15 0.089 627.26 0.026 186 0.013 89.6
16 0.09 626.55 0.027 187.91 0.013 89
17 0.092 567.19 0.027 167.17 0.013 81.2
18 Down Down Down Down Down Down
19 0.173 119 0.049 38.19 0.154 69.8
20 0.092 629.48 0.027 181.76 0.013 87.3
21 0.091 628.44 0.026 180.52 0.013 91.3
22 0.091 632 0.027 184.81 0.013 91
23 0.089 628.91 0.025 179.62 0.013 91.9
24 0.09 632.51 0.026 184.96 0.013 91
25 0.089 514.78 0.026 150.63 0.013 74.7
26 Down Down Down Down Down Down
27 0.122 387.77 0.031 121.72 0.036 73.7
28 0.091 622.71 0.026 179.25 0.013 88.4
29 0.092 627.13 0.027 181.17 0.013 88.5
30 0.092 623.74 0.027 183.83 0.013 89.6
31 0.094 628.5 0.027 179.05 0.013 84.3

Average 0.094 0.027 0.019
Total 17257.98 5069.13 2544

21-Apr
Day NOx lb/mmBtu NOx lbs SO2 lb/mmBtu SO2 lbs CO lb/mmBtu CO lbs

1 0.091 625.17 0.026 175.62 0.013 89.9
2 0.092 622.48 0.027 182.01 0.013 88.6
3 0.093 624.91 0.027 180.3 0.013 89.3
4 0.093 627.01 0.027 184.32 0.013 89.4
5 0.092 624.03 0.027 183.38 0.013 89
6 0.093 626.24 0.027 185.28 0.013 89.4
7 0.093 627.55 0.027 183.57 0.013 89.4
8 0.092 624.62 0.027 177.44 0.013 89.6



9 0.094 625.3 0.027 176.98 0.013 87.9
10 0.094 334.14 0.027 95.81 0.015 50.7
11 Down Down Down Down Down Down
12 0.146 375.86 0.033 91.47 0.069 62.1
13 0.091 620.71 0.026 178.51 0.013 89.3
14 0.091 619.91 0.026 178.7 0.013 90.2
15 0.093 624.54 0.027 183.35 0.013 88.9
16 0.11 566.54 0.029 163.79 0.013 76.9
17 Inval 33.65 Inval 15.46 Inval 51.6
18 0.111 615.46 0.029 165.9 0.021 93
19 0.095 628.03 0.028 181.97 0.013 85.8
20 0.095 627.79 0.028 187.23 0.013 86.2
21 0.094 621.35 0.027 178.38 0.013 88.1
22 0.091 626.05 0.027 183.95 0.013 89.8
23 0.094 628.24 0.028 186.42 0.013 86
24 0.097 610.71 0.028 178.44 0.013 83.9
25 Down Down Down Down Down Down
26 Down Down Down Down Down Down
27 Down Down Down Down Down Down
28 Down Down Down Down Down Down
29 Down Down Down Down Down Down
30 Down Down Down Down Down Down

Average 0.097 0.028 0.016
Total 13160.29 3798.28 1925
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